FIRE WATER ISOLATION
FOR SS-01 & SS-02
SEE DwWG 912-D-0007 SH1

NATURAL GAS, DRY AIR
AND POTABLE WATER TO
SS-01 & SS-02 CUT &
CAPPED IN VTF

SEE DWG'S

900-D-4610 SHI10
900-D-35163 SHI

NATURAL GAS RISER
CUT APPROX 8” BELOW
GRADE, RISER IS NOT
PRESSURIZED

POTABLE WATER TO T COMPLEX —

CUT & CAPPED OVERHEAD IN
THE TSB, SEE DWG
900-D-7227 SH4

FIRE WATER ISOLATION ———

FOR T COMPLEX
SEE DWG 912-D-0008 SH1

FIRE WATER ISOLATION II////

FOR ANNEX SEE DWG'S
900-D-5284 SHI
912-D-0013 SH1, SHZ2, SH3

POTABLE WATER TO TRAILER ——|

CITY CUT & CAPPED APPROX
S’ BELOW GRADE, SEE DWG
900-D-7227 SH6

NATURAL GAS RISER AD.II/////

TRAILER CITY CUT & CAPPED
APPROX 127 BELOW GRADE
SEE DWG 900-C-2234 SHI
RISER IS PRESSURIZED

NATURAL GAS RISER TO VH-03 —

CUT & CAPPED APPROX 12°
BELOW GRADE

SEE DWG 900-D-5283 SHS
RISER IS PRESSURIZED

SANITARY LINES CUT & CAPPED
APPROX 6&” BELOW GRADE
SEE DWG 900-E-1944 SH1

FIRE WATER ISOLATION FOR —
TRAILER CITY
SEE DWG 900-D-5284 SHI

NATURAL GAS TO LAG TRAILER
CUT & CAPPED OVERHEAD

OUTSIDE VTF

NATURAL GAS TO T COMPLEX
CUT & CAPPED OVERHEAD
OUTSIDE OF TSB

SEE DWG 900-D-5283 SH3

FIRE WATER ISOLATION
FOR TRL O
SEE DWG ©912-D-0010 SH1
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NATURAL GAS ISOLATION TO
ANNEX TRAILERS SEE DWG’'S
900-C-2254 SHI

900-D-5283 SHE & SH7

%

NAURAL GAS & POTABLE WATER LINES
TO OB1 CUT & CAPPED APPROX 4'-6”
BELOW GRADE SEE DWG'S

900-D-2489 SHI

900-D-4311 SH1

900-D-7227 SHS

NEW POTABLE WATER LINE TO STP
SEE DwWG 900-D-4701 SH1

NAURAL GAS & POTABLE WATER RISERS
CUT BELOW GRADE SEE DWG
900-D-5283 SH6

RISERS ARE NOT PRESSURIZED

APPROX 6“ BELOW GRADE
SEE DWG 900-E-1944 SH1

SANITARY LINES CUT & CAPPED

MAIN PLANT

APPROX 127

SEE DWG 900-D-7227 SH7
RISERS ARE NOT PRESSURIZED \\
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CUT APPROX 8” BELOW GRADE YA .

X

I
N

T T

AN

717
L]

NATURAL GAS RISER TO
TRAILER CITY CUT & CAPPED

BELOW GRADE

SEE DWG 900-C-2234 SHI1
RISER IS PRESSURIZED
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SANITARY LINES CUT & CAPPED
APPROX 6” BELOW GRADE
SEE DWG 900-E-1944 SHI

NATURAL GAS RISERS
CUT & CAPPED APPROX 127
BELOW GRADE

SEE DWG 900-D-5283 SH6

RISERS ARE NOT PRESSURIZED

SANITARY LINE CUT & PLUGGED
APPROX 6&” BELOW GRADE
SEE DWG'S

900-D-1944 SHI1
900-D-3077 SH1

FIRE WATER ISOLATION
FOR OBl SEE DWG’'s
900-D-5284 SHI
912-D-0009 SH1

POTABLE WATER merqumzw.IIL\\\\\

FOR CONF RM RESTROOMS &
ANNEX TRL’S, CUT & CAPPED
APPROX 5 BELOW GRADE
SEE DWG 900-D-7227 SH7

NATURAL GAS TO TRL 36A CUT
& PLUGGED IN ADMIN BOILER RM

SANITARY LINES CUT & CAPPED
APPROX 6” BELOW GRADE
SEE DwWG 900-E-1944 SHI

POTABLE WATER RISERS

CUT APPROX 8” BELOW GRADE
SEE DWG 900-D-7227 SH7
RISERS ARE NOT PRESSURIZED

NATURAL GAS & POTABLE WATER LINES
LINES TO AA TRAILERS, CAPPED APPROX
S’ BELOW GRADE, SEE DWG'S

900-D-5077 SH8
900-D-5283 SHe & SH6

REFERENCE DRAWINGS:

900-D-243

900-E-1944 SHI

900-C-2254 SH1
900-D-2489 SHI1

900-D-4111 SH1
900-D-4311 SH1
900-D-4610 SHI10
900-D-47/01 SH1

900-D-4990 SH3
900-D-5077 SHS
900-D-5077 SH10

900-D-5163 SHI

900-D-5283 SH3
SHS, SH6 & SH7
900-D-5284 SHI
900-D-5365 SH2
900-D-5365 SH8
900-D-53635 SHII
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912-D-0008 SH1
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912-D-0010 SH1
912-D-0013 SH1
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TEST & STORAGE BUILDING ELECTRICAL
PLAN & DETAILS

WVDP EFFLUENT, SANITARY & WASTE WATER
PIPING & FLOW DIAGRAM

NATURAL GAS SCHEMATIC

UTILITY LINES FROM UTILITY ROOM TO SEWAGE
TREATMENT PLANT

ANS-6 ELECT/GAS INSTALLATION
SOUTH OFFICE COMPLEX SEWAGE LIFT STATION
SVS III MINI-MELTER PIPING SECTION F-F

ENVIRONMENTAL AND CHEM LAB 800 AMP 480 VOLT
SERVICE & UTILITY PLAN

DOUBLE A TRAILER SETUP & ANCHOR LOCATIONS

AA TRAILERS PHASE II SETUP & ANCHOR
LOCATIONS

AA TRAILERS PHASE II POWER DISTRIBUTION
DIAGRAM

SVS III OGMR & ASR PIPING ARRANGEMENT

WVDP BELOW GRADE & EXTERIOR NATURAL
GAS LINES

SYSTEM 33 WVDP FIRE PROTECTION MAINLINES
DOUBLE A TRAILER PHASE 3 PLOT PLAN

DOUBLE A TRAILER, TRAILER AA-24 SETUP
AND DETAILS

DOUBLE A TRAILER PHASE 3 ELECTRICAL POWER
DISTRIBUTION DIAGRAM

SITE FACILITIES UTILITY ROOM EXPANSION
SINGLE LINE DIAGRAM

SITE 30-PP-UR1 SINGLE LINE DIAGRAM
SITE ANS-2 PANEL SCHEDULE
SITE DP-ANS-11 PANEL SCHEDULE

POWER DISTRIBUTION AND LOAD DATA FOR
POWER PANEL PPANS-10

LP-1 PANEL SCHEDULE
ANNEX LP-D PANEL SCHEDULE

VIT HILL FIRE ALARM SYSTEM GENERAL
ARRANGEMENT

WVDP POTABLE WATER LINES

PANEL SCHEDULE ANNEX BUILDING PP-ANS-0
SITE DP-ANS-8 PANEL SCHEDULE

MAIN GATE GUARDHOUSE 43-PP-GH PANEL
SCHEDULE

SITE PP-ANS-4 PANEL SCHEDULE

ANNEX DP-ANS-0 PANEL SCHEDULE

SITE DP-ANS-7 PANEL SCHEDULE

T&SB-TOOL CRIB PP-TSB PANEL SCHEDULE
VIT HILL PP-VHB-2 PANEL SCHEDULE

SITE PP-62A PANEL SCHEDULE

VTF POWER PANEL 61-CPP-1 PANEL SCHEDULE

OFF-GAS MONITOR ROOM POWER PANEL
62-PP-10 PANEL SCHEDULE

VTF POWER PANEL 62-PP-5 PANEL SCHEDULE
ANNEX E-BUS EID
ANNEX E-BUS EID

ANNEX EMERGENCY OPS CENTER / ALL PAGE
E-BUS FEEDER EID

VIT HILL ELECTRICAL DISTRIBUTION POWER
DISTRIBUTION DIAGRAM

VIT HILL HARDSTAND, TRAILER CITY/VIT HILL
RELOCATION, COMMUNICATIONS INSTALLATION

VIT TEST FACILITY DRY PIPE SPRINKLER
SYSTEM RISER DIAGRAM

TSB COMPLEX SPRINKLER SYSTEM RISERS
DIAGRAM

0B-1 WET PIPE SPRINKLER SYSTEM RISER
DIAGRAM

MAIN 1 WAREHOUSE SPRINKLER SYSTEM
RISER DIAGRAM

ANNEX SPRINKLER SYSTEM RISER DIAGRAMS

0B-1 OFFICE COMPLEX

TRAILER OR STICK BUILT BUILDING REMOVED

X ISOLATION POINT
S UNLESS OTHERWISE SPECIFIED |DRAFTER DATE
5 W ALL DIMENSIONS IN INCHES m___m_wx_u_mm_w_.mm wwmm\moom /x\ \ \zmnO
= o D. PEZZIMENTI 12/19/2005 ) ,
) = ENGINEER DATE West Valley Nuclear Setvices Company
S 2 VERIFY ALL DOCUMENTS FOR = VR RS
=R
ﬂmﬂ CURRENT REVISION AND PENDING HZ_WWDWA_NCO%C_N_W _N_WUCO%H_H_Z moom
N CHANGES PRIOR TO EACH USE | [rie nave 913-D-0001_001_000 GENERAL ARRANGEMENT
N
A= INIT DATE PLOT SCALE 1=1200 MECH, UTILITY AS—RBUILT REFERENC
- D SPEC # 26392 DATABASE LINKED DRAWING. | DWG |scaLE 17=100 DVG # REV
NEXT ASSEMBLY SIZE — T —
o “Eol USTERCRELGASE | ) eetom 213-D-0001 U
o APPROVAL SIGNATURES. A/E DWG # SHEET 1 OF 3
A/E CONTRACT # CODE IDENT #
S / 5 D = 3 c 1

>

CAD DRAWING-DO NOT
REVISE THIS ORIGINAL




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /All
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /SyntheticBoldness 1.00
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveEPSInfo true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /Unknown

  /Description <<
    /FRA <>
    /ENU (Use these settings to create PDF documents with higher image resolution for improved printing quality. The PDF documents can be opened with Acrobat and Reader 5.0 and later.)
    /JPN <FEFF3053306e8a2d5b9a306f30019ad889e350cf5ea6753b50cf3092542b308000200050004400460020658766f830924f5c62103059308b3068304d306b4f7f75283057307e30593002537052376642306e753b8cea3092670059279650306b4fdd306430533068304c3067304d307e305930023053306e8a2d5b9a30674f5c62103057305f00200050004400460020658766f8306f0020004100630072006f0062006100740020304a30883073002000520065006100640065007200200035002e003000204ee5964d30678868793a3067304d307e30593002>
    /DEU <>
    /PTB <>
    /DAN <>
    /NLD <>
    /ESP <>
    /SUO <>
    /ITA <>
    /NOR <>
    /SVE <>
  >>
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


